1. Improper use of Extension Cords (83)
2. Swinging Fire Doors do not close & latch (73)
3. Obstructed means of Egress including Snow & Ice (43)
4. Excessive & unsafe accumulation of combustible storage (39)
5. General electrical hazards frayed cords, outlets & etc. (29)
6. Extinguishers improperly installed and maintained (29)
7. Propped open fire doors (25)
8. Fire Resistance Rating not maintained (25)
9. Excess Combustible Storage in Mechanical Rooms (24)
10. Illegal Power Taps to Outlets, Electrical (24)